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U.S. Department of Energy

P.O. Box 450, MSIN H6-60
Richland, Washington 99352

AUG 17 2007

0073731

07-ESQ-128

Ms. Jane A. Hedges, Program Manager
Nuclear Waste Program
State of Washington
Department of Ecology
3100 Port of Benton Blvd.
Richland, Washington 99354

Dear Ms. Hedges:

SUBMITTAL OF HANFORD FACILITY
ACT (RCRA) PERMIT MODIFICATION
07-001

AUG 20O 2007

EDMC

RESOURCE CONSERVATION AND RECOVERY
NOTIFICATION FORM 24590-HLW-PCN-ENV-

Reference: WA7890008967, "Dangerous Waste Portion of the Hanford Facility Resource
Conservation and Recovery Act Permit for the Treatment, Storage, and Disposal of
Dangerous Waste, Operating Unit 10, 'Waste Treatment and Immobilization
Plant."'

This letter submits the Hanford Facility RCRA Permit Modification Notification Form 24590-
HLW-PCN-ENV-07-001 (Attachment 1). The form describes a requested Class 1 modification
to the Reference requiring approval from the Washington State Department of Ecology
(Ecology). A Bechtel National, Inc. certification statement is provided in Attachment 2.

Modification Notification Form 24590-HLW-PCN-ENV-07-001 updates Mechanical Data
Sheets (24590-HLW-MVD-HOP-P0015 and 24590-HLW-MVD-HOP-P0016) for the High-
Level Waste Facility Activated Carbon Adsorbers (HOP-ADBR-00001A/B and HOP-ADBR-
00002A/B) found in Appendix 10.6 of the Reference.

Ecology was provided an opportunity to review the modification notification form and the
associated information and comments were dispositioned.

If you have any questions, please contact me, or your staff may contact Lori A. Huffman, Office
of Environmental Safety and Quality, (509) 376-0104.

Sincerely,

Shirley J. ger, Actingager
ESQ:LAH Office o ver Protection

Attachments: (2)

cc: Seepage 2



Ms. Jane A. Hedges -2-
07-ESQ-128 AUG 17 2007

cc w/attachs:
Administrative Record
BNI Correspondence
Environmental Portal, LMSI

cc electronic:
B. Dubiel, BNI
W. S. Elkins, BNi
B. G. Erlandson, BNI
P. A. Fisher, BNI
J. S. Hill, BNI
S. Murdock, BNI
P. Peistrup, BNI
D. Becker, Ecology
B. Becker-Khaleel, Ecology
E. A. Fredenburg, Ecology
T. A. Williams, Ecology
S. A. Thompson, FHI
A. C. McKarns, RL
D. J. Sommer, SCS

cc w/o attachs:
D. A. Klein, BNI
J. Cox, CTUIR
S. Harris, CTUIR
L. Cusack, Ecology
S. L. Dahl, Ecology
G. P. Davis, Ecology
G. Bohnee, NPT
K. Niles, Oregon Energy
R. Jim, YN



Attachment 1
07-ESQ-128

Hanford Facility RCRA Permit Modification Notification
Form 24590-HLW-PCN-ENV-07-001
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Quarter Ending September 30,
2007

24590-HLW-PCN-ENV-07-001

Hanford Facility RCRA Permit Modification Notification Form

Part III, Operating Unit 10

Waste Treatment and Immobilization Plant

Index

Page 2 of 4: Hanford Facility RCRA Permit, Operating Unit 10, Waste Treatment and Immobilization Plant

Update HLW Plant Item Mechanical Data Sheets for the High-Level Waste Facility Activated Carbon
Adsorbers (HOP-ADBR-00001AIB and HOP-ADBR-00002A/B) in Appendix 10.6 of the Dangerous Waste
Permit.

Submitted by Co-Operator:

D. A. Klein Date

Reviewed by ORP Program Office:

S. J. inger

24590-SENV-FOOO1 1 Rev 12 (6/18/2007)

Date

Ref: 24590-WTP-GPP-SENV-010



Page 2 of 4

Quarter Ending September 30, 24590-HLW-PCN-ENV-07-001
2007

Hanford Facility RCRA Permit Modification Notification Form

Unit: Permit Part & Chapter:

Waste Treatment and Immobilization Plant Part 111, Operating Unit 10
Description of Modification:

The purpose of this modification is to update HLW Plant Item Mechanical Data Sheets for the High-Level Waste
Facility Activated Carbon Adsorbers (HOP-ADBR-00001A/B and HOP-ADBR-00002A/B) in Appendix 10.6 of the
Dangerous Waste Permit. The following source mechanical data sheets are submitted to replace the permit
data sheets currently in Appendix 10.6:

* Mechanical Data Sheet Activated Carbon Adsorber (24590-HLW-MVD-HOP-00015, Rev 1)
* Mechanical Data Sheet Activated Carbon Adsorber (24590-HLW-MVD-HOP-00016, Rev 1)

The above mentioned mechanical data sheets include revisions as indicated by revision triangles shown on the
documents. The revisions shown are the result of ongoing design (changes from vendor preliminary data to
vendor detailed design). The following are the sections affected by changes to the above mentioned mechanical
data sheets:

Incorporation of Environmental Qualification information (New Section)
* Incorporation of Code 1 vendor submittal information

o Thermal Information
* Revised maximum heat loss from 0.5 Kw (per unit) to 5 Kw (per unit)

o Activated Carbon Data
- Revised the type of carbon for the guard bed from Desomix G-10 to Desomix ZA-37
- Revised the activation element from sulfur to sulfur compounds for the primary bed and

from powdered coke & hydrated lime to unimpregnated activated charcoal for the guard
bed

- Revised the carbon media form from spheres to granular for the guard bed
- Bulk density is revised from 0.48 g/cc (30 lbs/ft3) to 0.57 g/cc (36 lbs/ft3 ) for the primary

bed and from 0.85 g/cc to 0.57 g/cc (36 Ibs/ft3 ) for the guard bed
- Residence time is revised from 2.9 to 6 (at design flow rate in SCFM) for the primary

bed and from 1.45 to 3 (at design flow rate in SCFM) for the guard bed
- Total volume of carbon has been clarified to be per vessel and is revised from 200 ft3 to

220 ft3 for the primary bed and from 100 ft3 to 110 ft3 for the guard bed
* Total weight of carbon has been clarified to be per vessel and is revised from 6590 lbs

to 7920 lbs for the primary bed and from 5600 lbs to 3960 lbs for the guard bed
* The face velocity through the carbon is revised from 34.5 fpm to 16.67 fpm (at design

flow rate in SCFM) for both the primary bed and guard bed
o HouseNessel

* Revised the material/thickness from 1/4 inch to 3/8 inch
- Vessel dimensions are revised from 132.5"x96.5"x156" to 138"x112"x156"
* Revised the total weight of the vessel from an estimated 15,000 lbs to an estimated

22,670 lbs per vessel
* Revised the weight of the vessel with carbon from 28,000 lbs to 34,550 lbs
- Design pressure is revised from -80 in-WG to -82 in-WG and added a positive design

pressure of 126 in-WG
- Revised the operating pressure from -51 in-WG to -18.1 in-WG
* Design temperature is revised from 275 F to 250 F
* Revised the housing insulation material thickness from 4-6 inches to 7 inches on sides,

24590-SENV-FOOO11 Rev 12 (6/18/2007) Ref. 24590-WTP-GPP-SENV-010
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Quarter Ending September 30, 24590-HLW-PCN-ENV-07-001
2007

1 inch over stiffeners
Revised the unloading on/off valve from 4 to 8 per vessel and from 4 inch to 8 inch size

o Discharge Filter
- Filter material is revised from microglass fibers to microglass paper
- Clarified filter frame material is type 316
* Revised dimensions of filter from 24" x 24" x 4" to 23 3/8" x 23 3/8" x 3 3/4"
* Revised the weight of the filter from 10 lbs to 15 lbs
- Revised the maximum allowable temperature from 300 F to 250 F

o Connecting Pipe
" Revised the material/thickness from 0.188 inches to 0.25 inches
* The total length of piping is revised from 50 ft to 70 ft
* The weight of the valve is revised from 150 lbs to 143 lbs
" Revised the valve manufacturer from lonex to Centerline Valves
* Removed the option of using electric actuators
" Revised actuator manufacturer from Rotech to Hi-Tork
* The minimum actuator operating pressure changed from 100 to 80
* Revised the opening time from less than 5 seconds to less than 10 seconds
* The required instrument air supply is revised from less than 1 to 2 SCFM per actuator
- The recommended piping insulation material thickness is revised from 4-6 inches to 1

inch
o Construction Data

* Operating weight of the unit (2 vessels) is revised from 56,000 lbs to 69,100 lbs
* Full water flood weight of unit (2 vessels) is revised from 89,000 lbs to 114,100 lbs
* Shipping weight is revised from 56,000 lbs to 71,500 lbs

There are no outstanding change documents associated with these mechanical data sheets.

Appendix 10.6
Replace: 24590-HLW-MVD-HOP-P001 5, Rev. 0 With: 24590-HLW-MVD-HOP-00015, Rev. 1
Replace: 24590-HLW-MVD-HOP-P0016, Rev. 0 With: 24590-HLW-MVD-HOP-00016, Rev. 1

WAC 173-303-830 Modification Class: 1 2 Class 1 Class 1 Class 2 Class 3
Please mark the Modification Class: X
Enter Relevant WAC 173-303-830, Appendix 1 Modification citation number: N/A
Enter wording of WAC 173-303-830, Appendix I Modification citation:
In accordance with WAC 173-303-830(4)(d)(i), this modification notification is requested to be reviewed and approved as a
Class '1 modification. WAC 173-303-830(4)(d)(ii)(A) states, "Class 1 modifications apply to minor changes that keep the
permit current with mutine changes to facility or its operation. These changes do not substantially alter the permit conditions
or reduce the capacity of the facility to protect human health or the environment. In the case of Class 1 modifications, the
director may require prior approval."

Class I modifications requiring prior Agency approval.
2 If the proposed modification does not match any modification listed in WAC 173-303-830 Appendix 1, then the proposed modification

should automatically be given a Class 3 status. This status may be maintained by the Department of Ecology, or down graded to a
Class 'l, if applicable.

24590-SENV-FOO01 I Rev 12 (6/18/2007) Ref: 24590-WTP-GPP-SENV-010
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Quarter Ending September 30, 24590-HLW-PCN-ENV-07-001
2007

Modification Approved: Yes No (state reason for denial) Reviewed by Ecology:
Reason for denial:

B. Becker-Khaleel Date

24590-SENV-FOOO11 Rev 12 (6/18/2007) Ref: 24590-WTP-GPP-SENV-010



MECHANICAL DATA SHEET 1IlUIi hlIiII
ACTIVATED CARBON ADSORBER PLANT ITEM No. R10593033

r l reject OWED BY 24590-HLW-MV-HOP-ADBR-000I A1B

Wasa Treatment Plant RPP#EW Data Sheet No. Rev.

24590-HLWUVD-OP400I5 I

Project RPP-WrP Desorption: Activated Carbon Unit for Mercury Abatement
Project No: 24590 Mech. Drawing:*
Site: Hanfor P&ID: 24590-HLW-MO-HOP-00003

System: HOP Process Data: 24590-HLW- 46D4HOP-00001 and calculation
2489044LW4MSC44OP-00011

Process flow diagram: 24590-HLW-US-V17T-00004 Spedfication: 24590-WTP-3PS-MW1K-T001

General Data
Quality Level QL-2 Design Life yrs 40 (See Process Note C for media design life requirement)
Seismic Category 3,C-111
Design Code Note 2
Code Stamp W/A
NB Registration W/A

Process Data
inlet Ofigas Conditions: Gas Composition:

Conditions

Nominal Max Design Nominal M

Vol. Flow ACFM 1559 1984 2000 FM N2 70.6 64.7 (By Volume)
Mass Flow b/hr 5492 6347 N/A 02 18.9 17.4 (By Volume)
Temperature F 168 205 250 Ar 0.8 0.8 (By Volume)
Pressure In-WG -10.4 -18.1 82 C02 0.4 0.8 (By Volume)
Density Ib/ .059 0.054 N/A H20 9.2 16.4 (By Volume)
Relative Humidity % 23.2 18.3 N/A
Allowable Pressure Drop in-WG 12 8( N)mnal Maximum

(Note B) _(ppmv) : (rmm)_ (ppmv)(ng/m

Process Notes:

A. Carbon beds shall be operated in series during
nomil operation.

B. Allowable pressure drop is for both carbon
beds HOP-ADBR-OOOOIA and B operating in
series. (12 In-WG total)

C. Design life of activated carbon media shall be
for one year at nominal concentrations of
Mercury with the beds operating in series.

D. Equipment design pressure (Positive) shall be
determined by Seller based on pressures
generated during a carbon bed fire and
activation of the fire suppression water.

Please note that source, special nudear, and byproduct naterials,
as defned in the Atomic Energy Act of 1954 (AEA) are regulated
at the U. S. Department of Energy (DOE) facilities exclusively by
DOE acting pursuant to its AEA authority. DOE asserts that
pursuant to AEA, it has sole and excusive responsibility and
authory to regulate source, specal nucear, and byproduct
materials at DOE-owned nuclear facilities. Inforrmation contained
herein on radionuclides is provided for process description
purposes only.

CO 40 34 65 so
Nox 614 606 2,700 2,600
NH, 69 36 81 29
S02 0.047 0.093 0.032 0.056
HCI 3.8E-03 4.3E-03 0.023 0.023
HF 0.22 0.14 1.8 0.99

jj 2.9E-09 2.3E-08 1.3E-04 8.9E-04
SVOC 5.6 22 0.45 1.6
VOC 9.7E-08 2.3E-07 0.22 0.47

Particulate 29E-10 2.2E-10 7.3E-10 7.9E-10

Mercury Concentration:

Nominal Design

(iWdscn) (pg/dscm)
Hg 5100 42000

Decontamination Factor (DF) for Hg 1000

Min Carbon Change Out Frequency months 12 (Note C) At nominal values

Revised to comply with CODE I vendor Submittal
I (24590-QL-POA-MWK0-0000l -09-00001), in

accondianci: with CAR: 24590-W'l?-CAR-QA-05- 1/ 0
120. Added Environntal Qualification.

0 Issued for Purchase J. Rouse D. Pease C. Morley M. o 9-20-04

Rev. REssan for Revision Systm /Pvccs Eqtuzps t
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MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.
lant A TIV TEDCAR ON DS E 24590-HLW-V-HOP-ADBR-000lAlB

Waste Treaoant Plant Data Sheet No. Rev.

24590-HLW-UVD-NOP-00015

Material Data:
Process Pipe and Housing Fabrication -

Pipe Class S11V Valve Material 316/316L SS
Inlet Piping Size 14 inches Valve Trim TRIM 12, API 600
Outlet Piping Size 14 inches Flange Material 316LSS
Housing 316L SS Gasket Material Spiral-Wound/Flat, Graphite
Activated Carbon Beds Screens 316L SS Flange Rating CL 150 RF B16.5
Pipe schedule TBD Housing Insulation / Calcium Silicate ASTM C533, Type I / 0.024"

Jacket thk. SST ASTM A240

Pipe Material 316L SS Pipe Insulation / Calcium Silicate ASTM C533, Type I / 0.024"
1 Jacket thk. SST ASTM A240

Fire Protection Pipe -

Pipe Class TBD Valve Trim TBD
inlet Piping Size * 2 inches Flange Material TBD
Pipe schedule TBD Gasket Material TBD
Pipe Material TBD Flange Rating TBD
Valve Material TBD

Appurtenances and Other Item -
Support Frames Carbon Steel Fire Suppression Drain Pipe Material TBD
Pipe Supports Carbon Steel Fire Suppression Drain Pipe Sch. TBD
Maintenance Plaflorms Carbon Steel Drain Une onloff valve TBD
Flange Bolts / Nuts ASTM F593 / ASTM F594 Drain Line Flange Matarial TBD

________________________________Drain Line FMan Raling TBD)
Bed Fire Suppression System: I Drain Une Flange Rating T13
Fluid Type Water Full Flood Fire Suppression:
Activation Method: Flowrate * 22 pM

Temperature YN No Pressure L,* 50
Smoke YIN No Total Volume of Water

Instrument Signal YN Yes Total Time to Fill Vessel "240 minutes
Instrument Type DifIerential CO Monitor Drain Pipe Line Size 2 Inches

Design Data:
Nozzle Loads at Buyer interface -

Fx(lbs) FyPbs) Fz Pbs) Mx(ft-Ibs) My(ft-tbs) Mz(ft-Ibs)
Weight 200 1750 200 5250 2500 2500

Thermal 2500 2500 3500 30000 30000 30000
Seismic 5750 4500 8000 50000 50000 50000

Total 8450 8750 11700 85250 82500 82500
Thermal Information -

Room Temperature 83 0F Maximum Heat Loss 5 & Kw (per unit)

Earth Temperature Beneath Slab 70 OF (Fixed) Thermal Cycling Frequency: For design purposes use a thermal
Concrete Slab Base Thickness 72 Inches cycle frequency of once every two (2)months for the life of the plant (40
Thermal Conductivity of Concrete Slab 1.8 W/ m/K years).

Environmental Qualification -A
Room # H-A123 A Radiation (mrads/hr) A 2.5 A
Environmental Condltions Mild A Flooding A Water SprayA
Temperature: A Chemical Spray A No A

Normal (CF)& 59-95 Plant Induced Vibration A No A
Accident (FA 130A Functlion post DBEA No &

Pressure (atm)A 105 Operating time post DBE A - N/A &

Relative Humidity 1 - 110% Note: EQ requirement are applicable to electrical components pertaining to the carbon units.
The carbon units are all metallic construction and not subject to EQ.

Page 2 of 5



A MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.
24590-HLW-UV-HOP-ADBR40001iAB

Waste Tanent Plant Data Sheet No. I Rev.
2459H0-HILW-MVID-H10M15

Activated Carbon Data - Primary Bed Guard Bed (if included)
Manufacturer * Donau Carbon * Donau Carbon
Type of carbon (charcoal, coconut shell, etc.) * Kombisorbon BAT-37 * Desomix ZA-37 A
Activation element (sulfur) * Sulfur compounds A * Unimpregnated activated charcoa
Carbon media form (granular, pellet, etc.) * Granular * Granular A
Size of carbon media (mm) * 3-5 * 3-5
Bulk density * 0.57 g/cc (36 lb/19) A * 0.57 g/cc (36 lb/f)
Load efficiency * 17% * 17%
Number of beds per vessel * two * two
Arrangement * Rectangular parallel beds * Rectangular parallel beds
Residence time, sec * 6 (at design flow rate in SCFM) A * 3 (at design flow rate in SCFM)
Thickness of bed, in * 20 * 10
Total volume of carbonf Wper vessel& * 220 A * 110 A
Total weight of carbon, lbs per vessel A * 7920 A * 3960A
Spacing between beds, in * 4 , * 4 and 8
Face velocity thn carbon, fpm * 16.67 at desi fiowrate in SCFMY"* 16.67 (at design flowrate in S
Max. allowable temp, *F * 284 * 284
Min. allowable temp, *F * Ambient * Ambient

House/vessel -

Material/Thickness * 3/8" stainless steel with external stiffeners A
Vessel dimensions, (L x W x H) * 138" x 112" x 156"A
Total weight of vessel * est. 22,670 lbs vessel A
Weight of vessel with carbon, lbs * 34,550 lbs &
Design pressure, in-WG * -82 in-WG Refer to Process Note D, positive design pressure 126 in-WG
Operating pressure, in-WG * -18.1 in-WG
Design temperature, *F * 250A
Recommended housing insulation: * Calcium silicate and/or foam glass

Material/Thickness, in * 7 inches on sides, 1 inch over stiffeners A
Thermal Cond, Btu-in/hr W T * 0.39
Method of Attachment * Mechanical support via outer jacket and/or straps

Unloading on/off valve * 8 each per vessel, each 8" size (4 ca. for Primary Bed) A
Discharge Filter -

Manufacturer * American Air filter
Type of filter * Extended surface mini-pleat with metal sides
Filter material * microglass paper &
Filter frame material * stainless steel type 316 &
Dimensions of filter, (L x W x H) * 23-3/8" x 23-3/8" x 3-3/4" A
Weight of filter, lbs * 15 lbs &
Number of filters per vessel * 2
Filter rating (efficiency, particle size) * 99% on 5 micron particles
Flowrate capacity, scfm * 2000 er filter
Max. allowable temp, OF * 250A
Min. allowable temp, "F * Ambient

Page 3 of 5



MECHANICAL DATA SHEET
ACTIVATED CARBON ADSORBER PLANT ITEM No.

24590-LW-MV-HOP-ADBR-)ooo1AIB

Wane Treatment Plant Dat Sheet N e, Rev

24SQ0-HLW-MVD.HNOP-M0151

Connecting Pipe -
Pipe size, in * 14
MaterialThickness, in * 0.25
Total length of piping, ft * 70&i
Valve type, (gate, butterfly, etc.) * butterfly
Weight of valve, lbs * 143 A
Valve manufacturer * Centerline Valves A
Total number of valves * 6
Actuators (air operated, rack and pinion, FC) * Pneumatic, rack & pinion, Fail closed
Actuator manufacture * Hi-Tork &
Weight of actuator * 50 lbs
Actuator operating pressure (min. and max.) * 80-150&
Opening time, seconds * less than 10 seconds &
Total number of Actuators * 6 per ACA unit
Required instrument air supply, scfm * 2 SCM/actuator A
Recommended piping insulation: * Calcium silicate or foam glass

Materinltmickness, in 1 inches A
Thermal Cond, Btu-in/hr ft*F * 0.39
Method of Attachment * strapes

Pneumatic Loading Equipment -
Manufacturer * N/A
Blower size, horsepower * N/A Note:
Blower electrical load, watts * N/A System designed to permit loading directly from bulk bags
Required voltage for blower * N/A or drums into beds without the need for pneumatic loading
Skid envelope size, (L x W x H) * N/A devices.
Skid weight, lbs * N/A
Skid transportation/mobility * N/A
Estimated time to load the vessel | * N/A --

Optional Electric Pre-Heater -
Manufacturer N/A
Heater element electric load, watts * N/A
Required voltage for heater elements, V * N/A Note:
Fan electric load, watts * N/A Electrical Pre-Heater no longer proposed - considered
Required voltage for fan, V- * N/A unnecessary.
Fan size, horsepower | * N/A
Skid envelope size, (L x W x H) _* N/A ----
Skid weight, lbs _* N/A -
Skid transportation/mobility | * N/A
Estimated time to preheat the carbon, brs * N/A
Total electric load for skid, watts | * N/A
Total required voltage * N/A

Construction Data: (ro be deemined by the suppoer wharn not specified by W buyer)

Envelope Dimensions, (L x W x H) it (25 x 11 x l) ShippngDimensons,(LxWxH)3 tralers, each load
I Shipping Dmensions, ( x 1 x ) ft A ogfOperating Welght of unit (two vessels), lbs 69,100 L Shipping Weight lbs * 71,5005M

Full Water Flood Weight of unit (two vessels), Ibs 114,100A

Page 4 of 5
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Layout Notes:

* Process Inlet and Outlet
nones are shown for
clarity. Other nozzle
locations will be per Seller,

* Carbon bed, piping, support
frame, and maintenance
platform layout shall be per
Seller meeting the
requirements of
engineering specification
24590-WTP-3PS-MWK0-
TOMQI.

* Pneumatic loading system
shall be located per Seller's
design.

General Notes
1. Data marked with on asterisk to be provided by Vendor.
2. The adsorber housing pressure boundary is designed and fabricated to ASE BPVC, Sec Vill, Div 1, the adsorbers and

fire protection system are designed and fabricated to applicable ASME AG-I requirements and the iterconnect piping
and valves are designed and fabricated to ASdE 831.3 - 1996. The packaged unit Is tested to ASUE AG-1 with ASUE
AG-la-2000 Addenda, and the pressure boundary pneumatically tested per ASE BPVC, Sec VIII, Div I.

3. Contents of this document are Dangerous Waste Permit affecting.
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MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.

Rc 24590-HLW-MV-HOP-ADBR-0001A/B
Waste Treatment Plant Data Sheet No. Rev.

24590-LW-IVD-OP-00015 I
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MECHANICAL DATA SHEET |1||||||||11|||
ACTIVATED CARBON ADSORBER PLANT ITEM No. R10593034

Piner Ptc roodt 24590-HLW-MV-HOP-ADBR-00002AJB
Wa% Treabtmut Pant V ImyIData Sheet No. I Rev.

RP2PW :uLW-MV0440"W16 I

Project RPP-WTP Description: Activated Carbon Unit for Mercury Abatwuent

Project No: 24590 Mech. Drawing:*

Site: Hanford P&D: 24590-HLW-M6-HOP-20003

System: HOP Process Data: 24590-HLW-MD-HOP-00001 and calculation
2459-1HLW-MBC-HOP00 11

Process flow diagram: 24590-HLW-M5-V1TT-20004 Speclfication: 24590-WTP-4PS-MWK0-T0001

General Data
Quality Level QL-2 Design Life yrs 40 (See Process Note C for media design life requirement)
Seismic Category SC4l1
Design Code Note 2
Code Stamp N/A
NB Registration WA

Process Data
Inlet Ofigas Conditions: Gas Composition:

Conditions

Nominal Max Design Nominal max

Vol Flow ACFM 1559 1984 6 F N2  70.6 64.7 (By Volume)
Mass Flow lb/hr 5492 8347 N/A 02 18.9 17.4 (By Volume)
Temperature OF F ee 205 250 Ar 0.8 (By Volume)
Pressure In-WG -10.4 -18.1 -82 CO2  0.4 0.6 (By Volume)
Density lb/if' 0.059 0.054 N/A H20 9.2 18.4 (By Volume)
Relative Humidity % 23.2 18.3 N/A

Allowable Pressure Drop in-WG 12 Nominal Maximum
(Note B) (ppmv) (mgfims) (ppmv) (mg/m)

Process Notes:

A. Carbon beds shall be operated in series during
normal operation.

B. Allowable pressure drop is for both carbon
beds HOP-ADBR-00001A and B operating in
series. (12 in-WG total)

C. Design life of activated carbon media shall be
for one year at nominal concentrations of
Mercury with the beds operating in series.

D. Equipment design pressure (Positive) shall be
determined by Seller based on pressures
generated during a carbon bed fire and
activation of the fire suppression water.

Please note that source, special nuclear, and byproduct rnaterials,
as defined in the Atorric Energy Act of 1954 (AEA) are regulated
at the U, S. Departmnt of Energy (DOE) faciles exclusively by
DOE acting pursuant to its AEA authority. DOE asserts that
pursuant to AEA, It has sole and eacustve responsibility and
authority to regulate source, specual nuclear and byproduct
materials at DOE-owned nuclear facilities. information contained
heren on radionuclides is provided for process descnption
purposes only.

40 34 65 50
NOx 614 606 2,700 2,600
NH3 69 38 61 29 -
802 0.047 0.093 0.032 0.056
HO 3.8E-03 4.32-03 0.023 0.023
HF 0.22 0.14 1.8 0.99
1, 2.9E-09 2.3E-08 1.3E-04 8.9E-04

SVOC 5.6 22 0.45 1.6
VOC 9.7E-08 2.3E-07 0.22 0.47

Particulate 2.9E-10 2.2E-10 7.3E.10 7.9E-10

Mercury Concentration:

Nominal Design
(pg/dscm) (pgidsm)

Hg 5100 42000

Decontamination Factor (DF) for Hg 1000

Min Carbon Change Out Frequency months 12 (Note C) At nominal values

Page 1 of 5

Revised to comply with CODE I vendor Submittal
(24590-QL-POA-MWK04000l -09-00081), in
accordance with CAR: 24590-WTP-CAR-QA-05-
120. Added Environmental Qualification.

0 issued for Purchase I. Rouse D, Pease C. Morley . offxman 9-20-04

Rev. Reasonfor Revision System Engner/ Piocess Eq Chocked Appoved De
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MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.

24590-HL W-MV-11OP-ADDR-00002AB
Wafs TeatminPant Data Sheet No. Rev.

24590-HILW-U VD-4OP-00016 I

Material Data:
Process Pipe and Housing Fabrication -
Pipe Class S11V Valve Material 316/316L SSIniet Piping Size 14 inches Valve Trim TRIM 12. API 600
Outlet Piping Size 14 inches Flange Material 316L SS
Housing 316L SS Gasket Material Spiral-Wound/Flat, Graphite
Activated Carbon Beds Screens 318L SS Flange Rating CL 150 RF 816.5
Pipe schedule TBD Housing Insulation I Calcium Silicate ASTM C533, Type 1 0.024"

Jacket thk. SST ASTM A240
Pipe Mateal 316L SS Insulaion / Calcium Silicate ASTM C533. Type 1/ 0.024"

Jacet thk. SST ASTM A240
Fire Protection Pipe -
Pipe Class TBD Valve Trim TBD
Inlet Piping Size * 2 inches Flange Material TBD
Pipe schedule TBD Gasket Material TBD
Pipe Material TB D Flange Rating TBD
Valve Material TBD

Appurtenances and Other Items -
Support Frames - Carbon Steel Fire S Drain Pipe Material TBD
Pipe Supports Carbon Steel Fire Suppression Drain Pipe Sch. TBD
Maintenance Platforms Carbon Steel Drain Line on/off valve TBD
Flange Bolts / Nuts ASTM F593 I ASTM F594 Drain Une Flange Material TBD

Drain Une Flange Rating TBD
Bed Fire Suppression Systeml:
Fluid Type Water Full Flood Fire Suppression:
Activation Method: | Florivrats * 22 Fwgpm

Temperare Y/N No Pressure * 50
Smoke Y/N No Total Volume of Water * 5400 gal

Instrument Signal Y/N Yes Total Time to Fill Vessel * 240 1 minutes
instrument Type Differential CO Monitor Drain Pipe Une Size * 2 inches

Design Data:
Nozzle Loads at Buwr interface -

Fxlbs) Fy (Ibs) Fzobs) Mx(ft-lbs) My(ft-lbs) Mz(ft-lbs)
Weight 200 1750 200 5250 2500 2500

Thermal 2500 2500 3500 30000 30000 30000
Seismic 5750 4500 8000 50000 50000 50000

Total 8450 8750 11700 85250 82500 82500
Thermal information -
Room Temperature 83 "F Maximum Heat Loss 5 Kw (per unit)
Earth Temperature Beneath Slab 70 OF (Fixed) Thermal Cycling Frequency: For design purposes use a thermal
Concrete Slab Base Thickness 72 Inches cycle frequency of once every two (2)
Thermal Conductivity of Concrete Slab 1.8 WI /K for the lie of the plant (40

Environmental QualIfication -A
Room #A H-A123 A Radiation (mrads/hr) A 2.5 A
Environmental Conditionsd - ii d i Flooding A Water SprayA
Temperature: A Chemical Spray A No A

Normal F)& 59-95 A Plant Induced Vibration A No 
Accident*F& 130A Function postDBE A No 

Pressure (atm) A 1.05 Operating time post DBE A N/A &
Relative Humidity 1-100% Note: EQ requirement are applicable to electrical components pertaining to the carbon units.

The carbon units are all metall constructlon and not subject to EQ.
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MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.
245l -HLW-MV-HOP-ADBR-000 2ALB

Wate Teabtent Plant Data Sheet No.Re.

2459OnfLW-MVD-HOP-.=061

Activated Carbon Data - Primary Bed Guard Bed (if included)
Manufacturer * Donau Carbon * Donau Carbon
Type of carbon (charcoal, coconut shell, etc.) * Kombisorbon BAT-37 * Desomix ZA-37
Activation element (sulfur) * Sulfur compounds A * Unimpregnated activated charcal~l
Carbon media form (granular, pellet, etc.) * Granular * GranularA
Size of carbon media (mm) * 3-5 * 3-5
Bulk density * 0.57 g/cc (36 lb/fr) A * 0.57 g/cc (36 lb/fl)
Load efficiency * 17% * 17%
Number of beds per vessel * two * two
Arrangement * Rectangular parallel beds * Rectangular parallel beds
Residence time, sec 6 (at design flow rate in SCFM) A * 3 (at design flow rate in SCFM)
Thickness ofbed,in * 20 _ * 10
Total vomeof carbon, ftper vessel A * 220 A * 110
Total weight of carbon, lbs per vessel A * 7920 A * 3960 &
Spacing between beds, in * 4 * 4 and 8
Face velocity thru carbon, fpm * 16.67 (at design flowrate in SCf * 16.67 (at design flowrate in SCFM)
Max. allowable temp, F * 284 * 284
Min. allowable temp, T * Ambient * Ambient

House/vessel -
Material/Thickness * 3/8" stainless steel with external stiffeners A
Vessel dimensions, (L x W x H) * 138" x 112" x 156"A
Total weight of vessel * est. 22,670 lbs per vessel &
Weight of vessel with carbon, lbs * 34,550 lbsA
Design pressure, in-WG * -82 in-WG (Refer to Process Note D, positive design pressure 126 in-WG)
Operating pressure, m-WG * -18.1 in-WG&
Design temperature, *F * 250 A
Recommended housing insulation: * Calcium silicate and/or foam glass

MaterialiThickness, in * 7 inches on sides, 1 inch over stiffeners A
Thermal Cond, Btu-in/hr f F * 0.39
Method of Attachment * Mechanical support via outer jacket and/or straps

Unloading on/off valve * each per vessel, each 8" size (4 ea. for Primary Bed) A
Discharge Fiter -

Manufacturer * American Air filter
Type of filter * Extended surface mini-pleat with metal sides
Filter material * microglass paper &
Filter frame material stainless steel type 316 &
Dimensions of filter, (L x W x H) * 23-3/8" x 23-3/8" x 3-3/4" &
Weight of filter, lbs 5* lbsA&
Number of filters per vessel * 2
Filter rating (efficiency, particle size) * 99% on 5 micron particles
Plawnte capacity, scfhn * 2000 per filter
Max. allowable temp, F |* 250tA
Min. allowable temp, "F * Ambient
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MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.
24590-HW-MV-HO-ADBR-00002AD

Was nant DataSheetNo. Rev.

24590-HILVI-11VD-111P-000116 I

Connecting Pipe -
Pipe size, in * 14
Material/Thickness, in * 0.25,A
Total length of piping, ft * 70A
Valve type, (gate, butterfly, etc.) * butterfly
Weight of valve, lbs * 143 A
Valve manufacturer * Centerline Valves A
Total number of valves * 6
Actuators (air operated, rack and pinion, FC) * Pneumatic, rack & pinion, Fail closed
Actuator manufacture * Hi-Tork A
Weight of actuator * 50 lbs
Actuator operating pressure (min. and max.) * 80-150A
Opening time, seconds * less than 10 seconds A
Total nuniber of Actuators * 6 per ACA unit
Required instrument air supply, scfm * 2 SCFM/actuator A
Recommended piping insulation- * Calcium silicate or foam glass

Material/Thickness, in * 1 inches A
Thermal Cond, Btu-in/hr iF % * 0.39
Method of Attachment * strapes

Pneumatic Loading Equipment -
Manufacturer * N/A
Blower size, horsepower * N/A Note:
Blower electrical load, watts * N/A System designed to permit loading directly from bulk bags
Required voltage for blower * N/A or drums into beds without the need for pneumatic loading
Skid envelope size, (L x W x R) * N/A devices.
Skid weight, lbs * N/A
Skid transportation/mobility * N/A
Estimated time to load the vessel * N/A

Optione! Electric Pre-Heater -
Manufacturer * N/A
Heater element electric load, watts * N/A
Required voltage for heater elements, V * N/A Note:
Fan electric load, watts * N/A Electrical Pre-Heater no longer proposed - considered
Required voltage for fan, V * N/A unnecessary.
Fan size, horsepower * N/A -
Skid envelope size, (L x W x H) * N/A
Skid weight, lbs * N/A
Skid transportation/mobility * N/A
Estimated time to preheat the carbon, Irs * N/A
Total electric load for skid, watts _ * N/A
Total required voltage | * N/A

Construction Data: (ro be detnmlned by the auppbr wen not speffedby the buyer)

Envelope Dimensions, (L x W x H) ft (25 x 11 x 31) Shipping Dmensions, (LxWxH)taiers, eah load
Shipirvg~rnnsios,((15H xft 9) ft

Operating Weight of unit (kwo vessels), Ibs * 69,100 L Shipping Weight lbs * 71SoL4
Full Water Flood Weight of unit (two vessels), Ibs * 114,100

Page 4 of 5



MECHANICAL DATA SHEET

ACTIVATED CARBON ADSORBER PLANT ITEM No.

Rivro oject 24590-HLW-MV-HOP-ADDR-o0oo2AB
Waste Treatment Plant Data Sheet No. Rev.

24590-HLW-MVD40PP-O16 1

To"vMe

Layout Notes:

17 Process Inlet and Outlet
'NI' 
1 t Anozzles are shown for

I dl B'Ii 4clarity. Other nozzle

r 4 I '{ ~locations will be per Seller.

I Carbon bed, piping, support
IR f ,frame. and maintenance

platform layout shall be per
Seller meeting the

FROfr MW ENrequirements of
engineering specification
24590-WTP-3PS-M WKO-
'10001.

k Pneumatic loading system
q 'I shall be located per Seller's

- h - design.
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General Notes
f. Data marked with an asterisk to be provided by Vendor.
Z. The adnorher housing pressure boundary is designed and Fabricated to ASME BPVC, Sec Viii, Div f, the adsorhers and

fire protection system arm designed and fabricated to applicable ASME Ar-I requirenments and the interconnect piping
and valves a- designed and fabricated to ASMIE 831.3 - 1996. The packaged unit is tested to ASME AG-I with ASME
AG-Ia-2 000 Addenda, and the pressure boundary pneunmaticaily tested per ABME BPVC, Sec Vill, Div 1.

3. Contents of this document are Dangerous Waste Permit affiecting.
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Attachment 2
07-ESQ-128

Bechtel National, Inc. Certification Statement

l



Bechtel National, Inc. Certification

The following certification statement is provided consistent with Contract No. DE-AC27-OlRV14136,
Section H.26, Environmental Permits, paragraph (g) for the submittal of the Hanford Facility Resource
Conservation and Recovery Act Permit Modification Notification Form 24590-HLW-PCN-ENV-07-001

I certify under penalty of law that this document and all attachments were prepared under my direction or
supervision in accordance with a system designed to assure that qualified personnel properly gather and
evaluate the information submitted. Based on my inquiry of the person or persons who manage the
system, or those persons directly responsible for gathering the information, the information submitted is,
to the best of my knowledge and belief, true, accurate, and complete. I am aware that there are
significant penalties for submitting false information, including the possibility of fine and imprisonment
for knowing violations.

L.:1Slkins #/ Date
rob- Project Director


